90 1/2 West Blackwell St., Dover, NJ 07801
Phone: (973) 989-0010, Fax (973) 989-0156

Environmental and Laboratory Services

Dover Location:

A

Marlboro Location:
8A Railroad Ave, Marlboro, NJ 07746

Phone: (732) 308-3500, Fax (732) 308-3503

Date:
Client:
Address:

PWSID#:

Project Location:

i Sample Matrix:

February 01, 2022

North Caldwell Board of Education

132A Gould Avenue
North Caldwell, NJ 07006

132A Gould Ave, North Caldwell

Drinking Water

Analytical Results

tab Sample Number: 220114006-001

: Sample Location: Field Blank
i : Customer Sample Number;
pampled By: C. Anzolut
'Sample Date/Time: 1/17/2022 8:12
Date Time Reporting | Dilution
; NJDEP
Parameters Method Results Units d=r Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 He/L 15 1/27/2022 17:21 BM 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114006-002
Sa ocation: Hallway by Science WF
ripie Location y by Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:13
. NJDEP Date Time Reporting | Dilution
Parameters Method Results Units s Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 e/l 15 1/27/2022 | 19:05 BM 2 1
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North Caldwell Board of Education

: Sample Matrix:
 Sample Location:

Drinking Water

Hallway by Elevator Chiller

Customer Sample Number:

Lab Sample Number: 220114006-004

- Sampled By: C. Anzolut
. Sample Date/Time: 1/17/2022 8:21
Date Time Reporting | Dilution
; NJDEP
Parameters Method Results Units i Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 < 2.00 ug/t 15 1/27/2022 19:10 BM 2 1
 Sample Matrix: Drinking Water Lab Sample Number: 220114006-005
Sample Location: Teachers Room Sink
] P Customer Sample Number:
. Sampled By: C. Anzolut
| Sample Date/Time: 1/17/2022 8:28
. g Date Time Reporting | Dilution
; MIDEE 5
Parameters Method Results Writs Limit Analyzed [Analyzed Analyst Limit Factor
Lead-1st Draw SM3113B <2.00 He/L I 15 172772022 19:16 ] B 2 1
: Sample Matrix: Drinking Water Lab Sample Number: 220114006-006
{ Sample Location; Hallway by Science BF
' 5 4 : Customer Sample Number:
i Sampled By: C. Anzolut
: Sample Date/Time: 1/17/2022 8:13
) NJDEP Date Time Reporting | Dilution
Parameters Method Results Units Uit Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 ue/t 15 1/27/2022 19:38 BM 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114006-007
Sample Location: Hallway by Elevator BF
P 2 Customer Sample Number:
Sampled By: C. Anzolut
- Sample Date/Time: 1/17/2022 821
. NJDEP Date Time Reporting | Dilution
Parameters Method Results Units e Analyzed |Analyzed Analyst Lirait Factor
Lead-1st Draw SM31138 <2.00 ug/L 15 1/27/2022 19:44 BM 2 1
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North Caldwell Board of Education

NJ Lab ID# 14013 (Dover)
NJ Lab ID# 13033 (Marlboro)

NJDEP Limit for free and/or total chlorine does not apply to non-chlorinated samples.
Any method followed by an asterisk (*) was analyzed by the Agra-Marlboro laboratory.
All other methods, unless otherwise specified, were analyzed by the Agra-Dover laboratory.

| certify that these samples were analyzed in accordance with procedures approved by the
New Jersey Department of Environmental Protection.

’ o
i e \J/ll-w\/q-k/"‘ February 01, 2022

Susan VanVeen, Laboratory Manager
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Environmental and Laboratory Services

Dover Location:

90 1/2 West Blackwell St., Dover, NJ 07801
Phone: (973) 989-0010, Fax (973) 989-0156

ra

Marlboro Location:

8A Railroad Ave, Marlboro, NJ 07746
Phone: (732) 308-3500, Fax (732) 308-3503

Date:
Client:
Address:

PWSID#:

Project Location:

Sample Matrix:

. Sample Location:
: Sampled By:
 Sample Date/Time:

February 14, 2022
North Caldwell Board of Education
132A Gould Avenue

North Caldwell, NJ 07006

132 Gould Ave, North Caldwell

Drinking Water
Field Blank

C. Anzolut
1/17/2022 8:32

Analytical Results

Lab Sample Number: 220114005-001

Customer Sample Number:

d | . NJDEP Date Time Reporting | Dilution
Parameters Metho Results Units e Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM371138 < 2.00 ug/L 15 2/3/2022 14:07 JGW 2 1
: Sample Matrix: Drinking water Lab Sample Number: 220114005-002
' Sample Location: Nurse Office Sink
P Customer Sample Number:
Sampled By: C. Anzolut
. Sample Date/Time: 1/17/2022 8:48
Date Time Reporting | Dilution
; NJDEP
Parameters Method Resuits Units i Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw 5M31138 <2.00 pg/L 15 2/3/2022 14:12 Gw 2 1
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North Caldwell Board of Education

Sample Matrix:
Sample Location:

Drinking Water

Hallway by Main Office Chiller

Customer Sample Number:

Lab Sample Number: 220114005-003

Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:40
Date Time Reporting | Dilution
" NJDEP
Parameters Method Results Units e Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 5,03 ug/L 15 2/3/2022 | 13:28 JGW 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114005-004
g
- Sample Location: Hallway by Gym Chiller
: . Ry BY Customer Sample Number:
: Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:33
NIDEP " Date Time Reporting | Dilution
Parameters Method Results Units Lt Analyzed |Analyzed Analyst Lirnit Factor
Lead-1st Draw SM31138 <2.00 g/l 15 2/3/2022 | 1418 JGW 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114005-005
Sample Location: itchen Sink
P & Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:44
i NJOEP Date Time Reporting | Dilution
Parametars Method Results Units e Analyzed |Analyzed Analyst Bimit Factor
Lead-1st Draw SM31138 <2.00 pg/L 15 2/3/2022 | 14:23 1GW 2 al
Sample Matrix: Drinking Water Lab Sample Number: 220114005-006
Sample Location: Room 111 Bubbler
P ! Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:46
Date Time Reporting | Dilution
i NJDEP
Parameters Method Results Units Limit Analyzed |Analyzed Analyst Limit Eaeton
Lead-1st Draw St31138 4.02 /L 15 2/3/2022 14:29 IGW 2
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North Caldwell Board of Education

Sample Matrix:

: Sample Location:

i Sampled By:
Sample Date/Time:

Drinking Water
Room 112 Bubbler
C. Anzolut
1/17/2022 8:47

Customer Sample Number:

Lab Sample Number: 220114005-007

Date Time Reporting | Dilution
; NJDEP
Parameters Method Results Units s Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 2.12 g/l 15 2/3/2022 14:34 JGW ? 1
i Sample Matrix: Drinking Water Lab Sample Number: 220114005-008
i Sample Location: Room 115 Bubbler
p Customer Sample Number:
: Sampled By: C. Anzolut
' Sample Date/Time: 1/17/2022 8:58
. NJDEP Date Time Reporting | Dilution
Parameters Method Results Units Uit Analyzed |Analyzed Analyst Limit Factor
\| Lead-1st Draw SM31138 <2.00 ug/L is5 2/372022 14:40 Jaw 2 1
/
 Sample Matrix; Drinking Water Lab Sample Number: 220114005-009
Sample Location; Hallway by Rm 115 Chiller 1
P vy Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:59
Date Time Reporting | Dilution
g NIDEP
Parameters Method Results Units Lt Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 pg/L 15 2/3/2022 | 1446 GW 2 1
. Sample Matrix: Drinking Water Lab Sample Number: 220114005-010
Sample Location: Haliway by Rm 115 Chiller 2
P Yby Customer Sample Number:
- Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:59
Date Time Reporting | Dilution
. NJDEP
Parameters Method Results Units Limit Analyzed |Analyzed |AnalVSt| i Factor
Lead-1st Draw SKM31138 <2.00 Hg/L 15 2/3/2022 15:35 JGW 2 1
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North Caldwell Board of Education

Sample Matrix:
Sample Location:

Drinking Water
Room 116 Bubbler

Lab Sample Number: 220114005-011

Customer Sample Number:

Sampled By: C. Anzolut
‘ Sample Date/Time: 1/17/2022  9:05
Date Time Reporting | Dilution
" NJDEP
Parameters Method Results Units i Analyzed |Anatyzed Analyst Limit Factor
Lead-1st Draw $M31138 <2.00 ng/t 15 2/3/2022 15:41 JGW 2 q
: Sample Matrix: Drinking Water Lab Sample Number: 220114005-012
. Sample Location: Teachers Room Sink
' P Customer Sample Number:
- Sampled By: C. Anzolut
‘ Sample Date/Time: 1/17/2022 9:07
. Date Time Reporting | Dilution
, ) ; - NJDEP
Parameters Method Resulls Units T Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 ug/L 15 2/3/2022 15:46 IGW 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114005-014
Sample Location: Room 120 Bubbler
P Customer Sample Number:
Sampled By: C. Anzolut
‘ Sample Date/Time: 1/17/2022 9:11
. NJDEP Date Time Reporting | Dilution
Parameters Method Results Units T Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 g/l 15 2/3/2022 15:51 1GW 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114005-015
Sample Location: Hallway by Rm 123 Chitler
p y by Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 9:13
. NJDEP Date Time Reporting | Dilution
Parameters Method Results Units Limit Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 e/t 15 2/3/2022 15:57 1GW 2 1
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North Caldwell Board of Education

Sample Matrix:
: Sample Location:
: Sampled By:
. Sample Date/Time:

Drinking Water
Hallway by Gym BF
C. Anzolut
1/17/2022 8:33

Lab Sample Number: 220114005-016

Customer Sample Number:

5 NJDEP Date Time Reporting | Dilution
Parameters Method Results Units i Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 pe/L 15 2/3/2022 | 1602 IGW 2 1
Sample Matrix: Drinking Water Lab Sample Number: 220114005-017
Sample Location: Hallway by Main Office BF
, B yoym Customer Sample Number;
Sampled By: C. Anzolut
Sample Date/Time; 1/17/2022 8:40
. NIDEP Date Time Reporting | Dilution
Parameters Method Results Units G Analyzed |Analyzed Analyst Limit Factor
;Ead-lst Draw SM3113B <2.00 ng/L 15 2/3/2022 | 16:08 IGw 2 1
Sample Matrix: Drinking Water tab Sample Number: 220114005-018
Sample Location: allway by Rm 115 B
P 3 L2 s Customer Sample Number:
Sampled By: C. Anzolut
Sample Date/Time: 1/17/2022 8:59
Date Time Reporting | Dilution
; NJDEP
Parameters Method Results Units Limit Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <200 ug/L 15 2/3/2022 | 16113 6w 2 1
* Sample Matrix; Drinking Water Lab Sample Number: 220114005-019
. Sample Location: Hallway b B
- >3mp AoyIRIT 12816 F Customer Sample Number:
- Sampled By: C. Anzolut
Sample Date/Time; 1/17/2022 9:13
. NJDEP Date Time Reporting DilutionT
Parameters Method Results Units - Analyzed |Analyzed Analyst Limit Factor
Lead-1st Draw SM31138 <2.00 ug/L 15 2/3/2022 | 16:19 IGW 2 i
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North Caldwell Board of Education

NJ Lab ID# 14013 (Dover)
NJ Lab 1D# 13033 (Marlboro)

NJDEP Limit for free and/or total chlorine does not apply to non-chlorinated samples.
Any method followed by an asterisk (*) was analyzed by the Agra-Mariboro laboratory.
All other methods, unless otherwise specified, were analyzed by the Agra-Dover laboratory.

| certify that these samples were analyzed in accordance with procedures approved by the
New Jersey Department of Environmental Protection.

VA A \/-QL-“\/Q-QM February 14, 2022

Susan VanVeen, Laboratory Manager
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ra

CHAIN OF CUSTODY / SAMPLE ANALYSIS REQUEST

2901140

220114005
Customer Name: Zrmm:lhmwnkm._ mom.mm-mﬁmﬁc.nmzo: ._.._menol to: .ﬂom: Falco - »mqm msino:am:ﬁmwmm?mn.m.m “ Asc./HO Vials pH:
Location: 132 Gould Ave, North Caldwell B . 90 % West Blackwell Street H L “M_M_m”, m_x
Address: 132A .@o:_a ><m:cm e - - : Dover, NJ 07801 .kwm \8 me...i.mm\ g
North Caldwell, NJ, 07006 B | Phane: {973) 989-0010 B NaoH H:
Customer Contact: qoB. Falco L .-.-l!_!.,. - no@amuom.oﬂm. . _(. - : Fax: {973) 989-0156 n _Mwﬁwsza
Phone: Work/Cell _973-712-4351 / 973-303-3162 T - s " other
Iatex Abbreviations: DW - Drinking water GW - Ground Waler  RAW-GW - of<.x><< GW iS_\zE,\ SE.ﬁ.uiE: mr]mﬂimn v-vao____ . _.‘_.uxmnl - |J.f1|_‘_WmM0|.H.|OMM|I
Project: Gould School - 132 Gould Ave no__mnmo: PWSID# J«,.;.JL,;i_ for laboratary use only Field Analysis
3 g
N o X = = | Cl,

L&) m § m m.m 8 pPH/Temp  or

.mm<3u_m D Location el ~ N T  ANALYSISREQUESTED | PO
¢220114005-001  Field Blank ,r.rf,. 1 "% lead-1st Draw S -

v 220111005-002  Hurse Office m_:x )1 MO Lead-1stDraw - - -

..Nmoﬁnﬁl@mwlvocw Haltway hy Main Oi_na Q::E 1 HEGL Y ead-1st Draw

1220111005004 Hallway by Gym Bubbleretua., Lo llead-dstOraw . -

: ,N.o:mm.ow-oou J:.:n:m: Sink o 1 s .Lead-1st Draw o 1

220114005-006  Room 111Bubbler | gt floss 0 fleadIstDraw T e
NNS.wgou-o% Room 112 Bubbler - 1 " ead-lst Draw -

22031405-008  Room 115 Bubbler | DW_ 1 " lead-1st Draw . -
220114005-009 _ Hallway by Rm 115 Chiller 1 | DW 1, " llead-1stDraw - ) )
_wwmwmmo.w.ﬁo.. Hallway by Rm 115 Chiller2 | _ X Dw O ....w_mmmm Oraw |
Sampled By ?mam\noa pany): Are these mmau_mm for no::u__m:nmo ?:Qm one): Yes or (Noy

o Rioeted ] Mo

N3 Other
Reporting Requirements (Chack 8ox):  Standard Reduted {Specify)
Sample Custody Exchanges {Please use full legal m_m:mﬂcnmu
Bl i ..Suu By x Date: A_Bm. zmn.aamu By: 1
—— s ¢ ) ll...ulryl_
( e )4 \ﬁ...tq & @, TlEd | 2t Sh Ak A V=
Relinguished mﬁ. . / - Date: Time: Received By: _ Y
Rubniguished By: Date; Tima: Received By:
Retinguished By: Date: Time: Received By:

Page 7 of 8

o =y 3
NJDEP Laboratory Certification (Dover, NJ} 814013 |
MIDEP Laboratory Certification (Mariboro, NJ) #13033 |

Indicate laboratory location where u:u_.w.u_m request was nnlo:smn

Commenis:
____,...c::ﬂm_: Bidg - 132 Gouwld Ave” , T3
Time: L f <= oA A
oo ¥ Preg, wikios (12 3e5&
Tims:
Date: Time: Date Faxed
lnvoice Number
Dale: Tie: Is sample known to be hazardous? {circle one)
Yes or No



fwerw cuvacurnmental Services ASC/HCIVials pH:
e . B B 90 %2 West Blackwell Street o un_msmw -
N A e 3:5,0, Ciy:
er Name: INUIUI L \ #12 uwo, ph:
Custom 2tion: 132 Gould Ave, North nmEEm: . _ Dover, NJ 07801 R i
Loc 39 Gauld AvERE S _ Phone: {973} 989-0010 Eo ok L,
Address: s £ N Fax: (973) 989-01 e
North Caldwell, N}, 07006 tfalco@ncboeorg (973) ee : R
_ ct: Tom Falco e e B e :
Custamer Conta mqw w..uw mw =TI B —" - T SL- mEnmc 1
E,_Qam..ecoqwxﬁm.: aqw-m_wmwmw \M Ground Water  RAW-GW -DW CRAWGW  VAW/NEW S Vastewater : Page 2 of 2
: N I' DWW - Drinking watef G¥ o e Field \ij_.\mmm
231ris Abhrevialions: . = OG:mnn_OD PWSID# 5 .= : )
1-132 GouldAve L & =
sroject: Gould Sehool « & 2 F | c
.m | m w mM g pH/Temp ' or
!l g = : = ,. S - PO
oca i et i Ty DW 1 = e R L2 L Y N
—U _ i B . ) o ovme 20 s ——— —— Eat e e eI
Sample h m om .Em mcwimq I .u_._..,.ﬁ._ ..whwmbt K DW o iLead- Hm.ﬂ._ul_‘mé. e : N
220114005 oﬁ.. . o Sink . Sl B DwW 1 |  mwos Lead-1st Draw
230111005012 Am_m.mxmﬂ.w..m.mml“wﬂn« ) Ty r)r,./ThL\v, i DW 1 o2 Lead-1st Draw
i [ u = . . *, . R T 3 ————— e =
530114 OLJ.Oww Room .FJO Subbler ....T Qm.ﬂ._m it e oy 1 szwl ) __,me -1st ,DWNW&:..,. e merea g
220124005014 _Aoam- |rm.{ ’m 1 Hmuwﬁ%. ﬂc...:c.x.\ oo 1 W = S ] « T
~ Hzilway = v e N . S e -
2244 14005-015 k] — TS L Y .
B e il Sadis ,.,rt@» o S BEre.- . - )
”....lnnl -....la,.\..lTl n..r/El\Jx .r._....r\\ﬂv ,T i . ||n“. . S =
T Z ~cle, v.o. L,?.J s 2= R (o G - ==
....8._. S o = ! S o
__..P.P g L .\4 __r.).. mlT. X U ! S e ||.1.‘|-”F.|- = R
PR o o S utu S ﬁ*mm o no_jn__usnmu (circle osmv Yes or 20 ! . _.&_85_50582 62:05 s:mam .,5.55 Bncﬁn was nnlmmamq
- . se sam ol d =l :
Sampled By (name/company): re the NIDEP Laboratory Certification {Dover, NJ) uﬁdmw
i Laboratory Certification {Marlboro, NJ} #13033 q..t. _ ,
i o r\ NJOEP | Cooler 4m3nm3n_=m Cuoa mmnm_nﬁ mﬂ_mc
i il o=y : i A
L T,J.‘ PR \ « s .. N Qther ﬁ /\ M
j } __ m . {Specify)
Reduced
. virements (Check Box): : Standard = e .
Reparting Requireme s 4 ) . Commients:
iznature ™ N "Mountain Bidg - 132 Gould Ave"”
d mxn_._m:mmm (Please use full legal sign: = ww 4 x_\\\\ e !
mmanum nﬂm.ﬂo < . ‘_.Mn.alnrh " mm_n ive < *_. .Mr.-_‘l(__ ,__.r-_ll.
Al \ &= i/
7N . Time; xmnm_cmi By
ih , Date: Time: DateFaxed =
Ay Y Time: Recajved By: Invoice 2c3¢m~tl|’l||fllr _
Relnguished By: sy Cate: Timsa: I sample known to be hazardous? (circle onea}
T ime Receivad By:
Date Time:

ishad By




